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EUI STUDIES RELEVANT TO PRGS SITE 
 

Baseline ASHRAE 90.1 2010 reference chart by Northwest Pacific National Labs for DOE 
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ASHRAE 90.1 2016 reference chart by Northwest Pacific National Labs for the Department of 
Energy. The 2018 Virginia Building Energy Code is based in reference to this document. 

 

 

2018 IECC Table CC103.1 – Cited by Hilco’s CSS Reporting and Tracking 
document as alternate EUI target. 
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2022 ASHRAE Advanced Energy Design Guide for Multifamily Buildings 
Achieving Zero Energy 

 

 

Summary of Possible EUI Targets for the PRGS Site 

 

ASHRAE 90.1 2010 EUI ASHRAE 90.1 2016 EUI
either 25% improvement 

over ASHRAE 90.1 2010
2018 IECC         

Table 103.1
ASHRAE 2022 NZ

Medium office 37.1 30.8 27.8 28
Retail 48 48.4 36.0
Small hotel 66.6 54.8 50.0 69
Large hotel 139.8 83.1 104.9 69

Multifamily 41 41.3 30.8 45 20

Notes:
1.        Ashrae 90.1 2010 EUI numbers are based on ANSI/ASHRAE/IESNA Standard 90.1-2010   Final Determination  
           Quantitative Analysis prepared for DOE by Pacific Northwest Labs.
            (https://www.pnnl.gov/main/publications/external/technical_reports/PNNL-20882.pdf)
2.        ASHRAE 2022 numbers are taken from ASHRAE'S Advanced Energy Design Guide for Multifamily Buildings -
            Achieving Zero Energy.

Hilco Proposed - either/or


